[Use of rooms with laminar air flow].
The paper deals with the problem of dependency of the reduction of microbial contamination and of dust pollution of the air mediu min the CAMERA-BOXES with a liminary flux on the aeration degree. It was shown that the degree of aeration in the camera-box constituted from 330 to 1060, with the rate of the air flux at the filter exit of from 0.2 to 0.6 m/sec. Vertical laminar flux provided release of the air from the microbes and dust. The use of the camera-box with a laminar flux for work requiring sterile conditions is recommended.